Function code: inquiry 03H control: 10H address

Communication parameter Point type Islngl(:aor unit 1 ON/OFF 40031 + ON 0: OFF
Baud rate: 9600 DI: switching value input signal Indoor unit 1 mode 40032 0: Auto 1: Fan
data bits: § DO: switching value output signal setting (\:;gl)e) 2 : Cooling 3 : Dry
Check bit: None Al: analog quantity input signal 4 : Heating
Ind it 1 40033 Int fi 16 to 30
Stop bit: 1 AOQO: analog quantity output signal tgmopferrzzjre setting fEELET 0
Start bit: 1, One frame command Indoor unit 1 fan 40034 0:Auto 1: Low 2:
finished, using CRC to check speed setting Medium 3 : High
G Frotocol Extra | Point Indoor unit 1 ONJOFF 40035 1:ON 0: OFF
description address address type state
All On/ All Off 40006 0:All Off 1:All On Indoor unit 1 mode 40036 0: Auto 1: Fan
(W} i : ﬁoolli_ng 3 : Dry
Indoor unit 1— 4001540018 0--15 DI 0:OFF 10N Al - Healing
64 ON/OFF state (R) Indoor unit 1 set 40037 (Read) 1 to 16 represents 16°C to
temperature 30°C
Indoorﬁt:tnll 1= | aLb==ct k) =3 R\?} QIR el Indoor unit 1 current 40038 0:Auto 1: Low
ON/OFF setting fan speed 2 : Medium 3 : High
Indoor unit 1— 4001940022  0-15 DI 0:Nomal 1Emor  jnocorunitteurent 40039 integer between -20 & 50
64 R) temperature
Failure state Indoor unit 1 error 40040 Integer from 0 to 150

code



Point description Protocol | Extra | Point Point description Protocol Point
address | add. | type address type

Indoor unit 2 ON/OFF
state

Indoor unit 2 mode
setting

Indoor unit 2
temperature setting

Indoor unit 2 fan speed
setting

Indoor unit 2 ON/OFF
state

Indoor unit 2 mode

Indoor unit 2 set
temperature

Indoor unit 2 current
fan speed

Indoor unit 2 current
temperature

Indoor unit 2 error code

40041

40042

40043

40044

40045

40046

40047

40048

40049

40050

AO
(write)

Al
(Read)

:ON 0: OFF

0:Auto 1:Fan 2:
Cooling 3: Dry 4 : Heating

Integer from 16 to 30

0:Auto 1: Low 2:
Medium 3 : High

1: 0N 0: OFF

0:Auto 1: Fan 2:
Cooling 3 : Dry 4 : Heating

1 to 16 represents 16°C to
30°C

0:Auto 1: Low 2:
Medium 3 : High

Integer between -20 and
50

Integer from 0 to 150

Indoor unit 64 ON/OFF
state

Indoor unit 64 mode
setting

Indoor unit 64
temperature setting

Indoor unit 64 fan speed
setting

Indoor unit 64 ON/OFF
state

Indoor unit 64 mode

Indoor unit 64 set
temperature

Indoor unit 64 current
fan speed

Indoor unit 64 current
temperature

Indoor unit 64 error
code

40661

40662 AO

(write)
40663

40664

40665

40666

40667 Al
(Read)

40668

40669

40670

1: 0N 0: OFF

0O:Auto 1:Fan 2:
Cooling 3 : Dry 4 : Heating

Integer from 16 to 30

0: Auto 1: Low
2 : Medium 3 : High

1: 0N O0: OFF

0:Auto 1:Fan2:
Cooling 3 : Dry 4 : Heating

1 to 16 represents 16°C to
30°C

0:Auto 1: Low
2 : Medium 3 : High

Integer between -20 and
50

Integer from 0 to 150



